V V Supplemental Installation Instructions
One Driver Wiring Diagram Using VVCTLO1 — Dual Mode

Read and understand these instructions before installing luminaire. This luminaire is intended for installation in accordance with the
National Electrical Code and local regulations. To assure full compliance with local codes and regulations, check with your local electrical
inspector before installation. To prevent electric shock, turn off electricity at main power supply before proceeding. Retain these
instructions for maintenance reference.

Vyv is not responsible for any injuries due to the improper installation or handling of its products.
Field Wiring - ' Internal Wiring

LED + LED + == Wt fANGTi-===1 LED + LED + prm===s

WLED - Light Engine WLED - | = = SUEAVLTER= == WLED - Light Engine WLED -f====

VLED - vLED - [ vLeD- VLED -

YpusEEEEEEEEEEES

IEEEEEEEERS

Mode
Switch Line LED + LED + LED + fr===="
LED - E
I— Neutral Driver . LED - Control Board WLED -f===*
Dim +
Ground Dim - Mode VLED -

{ Yell f
ellow '
Orange and Yellow Mode Wires:

[
1
1
]
[
T
: C tible with isloated rel d tact
: : J ompatible with any isloated relay or dry contac
1
1
1
1
1
1

m—J Closed: Antimicrobial+Light Mode (White Light)

I { Open: Enhanced Antimicrobial Mode (Violet Light)

0-10V Dimming
Wires

1-518-833-0261 e 13 British American Blvd, Latham, NY 12110 e vyv.tech
Vyv, Inc. reserves the right to upgrade and improve products without notice.
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